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l. All service conductors and service switches shall be 100 amp. capacity. [ SN |
2. All components on 240/480 volt circuits shall be rated for 600 volt | i ol —
operation. Photo Electric Control equipment shall be U.L. listed and 3 II II 4 |
rated for 120VAC operation. All other components shall be rated | —10— —o1— GROUND ROD CLAMP—
for 250 volt operation. = vy |
3. Typical component installations are shown, leave space for future | 5 II II 6
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4, See T.S. 3-12 for detalls on Pan and Jack Mounted Components. | 7 II II 8 CABINET GROUND
5. All components shall be interior mounted. —10— —o1— |
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through service ground bus, through ground bushing, through load —°—1I 11“—‘*— - T J
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